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TEMPORARY STORAGE FACILITY FOR PCB ARTICLESARTICLE AND CONTAINERSCONTAINER

ON AUGUST 18 BILL RILEY OF THISTHI OFFICE INSPECTED THE PCB TEMPORARY STORAGE
FACILITY AT THE SOUTH SERVICE CENTER THE PURPOSE OF THE INSPECTION WAS TO

DETERMINE WHAT MIGHT BE DONE TO BRING THE STORAGE SHED INTO COMPLIANCE WITH
EPASEPA CRITERIA FOR TEMPORARY STORAGE OF PCBS VERBAL RECOMMENDATIONSRECOMMENDATION WERE
MADE AT THAT TIME AND HAVE SINCE BEEN REQUESTED IN WRITING

THERE ARE FIVE BASIC CRITERIA SET FORTH IN 40 CFR 76172 WHICH TEMPO

RARY STORAGE FACILITY MUST MEET TO PERMIT PCB STORAGE FOR LONGER THAN 30

DAYSDAY

ADEQUATE ROOF AND WALLSWALL TO KEEP OUT RAIN

ADEQUATE FLOOR WITH CONTINUOUSCONTINUOU CURBING MINIMUM OF SIX

INCHESINCHE HIGH PROVIDING CONTAINMENT VOLUME EQUAL TO AT

LEAST TWO TIMESTIME THE INTERNAL VOLUME OF THE LARGEST PCB

ARTICLE OR 25 OF THE TOTAL INTERNAL VOLUME OF ALL PCB

EQUIPMENT OR CONTAINERSCONTAINER STORED THEREIN WHICHEVER IS

GREATER

NO DRAINS

FLOORSFLOOR AND CURBING CONSTRUCTED OF IMPERVIOUSIMPERVIOU MATERIAL

FACILITY SHALL NOT BE LOCATED BELOW THE 100 YEAR FLOOD WATER

ELEVATION

THE STORAGE FACILITY AS NOW STANDSSTAND DOESDOE NOT COMPLY WITH THE 2ND AND

4TH CRITERIA AND MUST BE ALTERED ACCORDINGLY THE SIMPLEST AND MOST

COSTEFFECTIVEAJTERA WOULD PROBABLY BE TO LAY CEMENT FLOOR WITH
23 HIGH WALLS ALSO THE BUILDING SHOULD BE CLEARLY MARKED ACCORDING
TO THE FORMAT SHOWN IN 40 CPR 76L44 FIGURE 1

PLEASE CONTACT BILL RILEY OF THISTHI OFFICE AT X3568 IF YOU HAVE ANY QUESQUE
TIONSTION OR NEED FURTHER ASSISTANCE

CC RECCHI

SICKLER

EATON

PEHA

GRBISHOP

YOUNGSYOUNG
HOLBROOK

TUFFSTUFF

ANTHONY
RILEY
RENAULT

WIESSWIES
FILE

WMRAG

CCI

CTY0069525


	SEA315938

